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ASPHALT PICTURES  
 

            
 
 
      

            
 
 

1. Failed Asphalt  2. Failed Asphalt

3. Failed Asphalt  4. Failed Asphalt



                    WEST LAFAYETTE CITY 
                 HALL INSPECTION REPORT  
 

31 
\\filesrv08\mayor\MUSERS\BCOCHRAN\CITY HALL REPORT 11-2014\23 Pictures.doc 

2014 

 

ASPHALT PICTURES  
 

            
 
 
      

            
 
 

5. Failed Asphalt  6. Failed Asphalt

7. Failed Asphalt  8. Failed Asphalt
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ASPHALT PICTURES  
 

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

9. West Parking Lot Not Included in Report



                    WEST LAFAYETTE CITY 
                 HALL INSPECTION REPORT  
 

33 
\\filesrv08\mayor\MUSERS\BCOCHRAN\CITY HALL REPORT 11-2014\23 Pictures.doc 

2014 

 

EXTERIOR BRICK RETAINING WALLS 
 

            
 
 
      

            
 
 

10. Cap failure and wall cracking  11. Water Damage/Brick Failure 

12. Water Damaged & Brick Effervescence   13. Differential Settlement Issues 
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EXTERIOR BRICK RETAINING WALLS 

 

            
 
 
      

            
 

14. Caulk Failure and Resulted Wall Cracking 15. Signs of Wall/Step Settlement 

16. Complete Failure  17. Wall Cap Failure
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EXTERIOR BRICK RETAINING WALLS 

 

            
 
 
      

                 

18. Vertical and Horizontal Structural Cracking 19. Vertical and Horizontal Structural Cracking

20. Settlement Cracking  21. Settlement Cracking 
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EXTERIOR BRICK RETAINING WALLS 

 

          
 
 
      

          
 

22. Settlement Cracking  23. Top of Wall Failure

24. Brick Failure  25. Brick Failure 
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EXTERIOR BRICK RETAINING WALLS 

 

             
 
 

           
  
 

26. Structure Cracks Due to Settlement 27. Structure Cracks due to Settlement

28. Efflorescence  and Face Spalling throughout 
which are signs of significant water migration 
into wall system 
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EXTERIOR CONCRETE 
 

            
 
  
     

            
 
 

29. Surface Wear and Settlement  30. Surface Wear and Settlement 

31. Excessive Surface Wear and Settlement 32.  Surface Wear and Settlement 
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EXTERIOR CONCRETE 

 

            
 
 
      

             
 

33. Failed Concrete  34. Significant Settlement Does not Meet ADA 
Standards

35. Typical Settlement and Damage 36.  Typical Settlement and Deteriorating 
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EXTERIOR CONCRETE 

 

           
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

 

37. Failed Concrete 
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EXTERIOR BUILDING ELEVATIONS AND DETAILS 
 

            
 
 
      

             

38. North Elevation  39. North Elevation

40. West Elevation  41.  East Elevation 
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EXTERIOR BUILDING ELEVATIONS AND DETAILS 

 

            
 
 
      

             

42. South Elevation  43. South Elevation

44. South Elevation  45.  Typical Wall Detail 
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EXTERIOR BUILDING ELEVATIONS AND DETAILS 

 
 

 

                             
 

 
46. Clear Evidence of Improper Exterior Wall     
       Insulation
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EXTERIOR BUILDING ELEVATIONS AND DETAILS 
 
 

 

47. Wall out of Plumb



                    WEST LAFAYETTE CITY 
                 HALL INSPECTION REPORT  
 

45 
\\filesrv08\mayor\MUSERS\BCOCHRAN\CITY HALL REPORT 11-2014\23 Pictures.doc 

2014 

 
EXTERIOR BUILDING ELEVATIONS AND DETAILS 

 

            
 
 
      

              
 
 

48. Elevator Shaft Encased in Glass Window 49. Leaking Soffit Details 

50. Failed Soffit  51.  Elevator Shaft Glass Detail 
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EXTERIOR BUILDING ELEVATIONS AND DETAILS 

 

            
 
 

             
 
 

52. Heavy Wear Exit Door  53. Heavy Wear Door 

54. Heavy Rust  55.  Obsolete Water Detail 
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ROOF 

 

            
 
 

             
 
 

56. Roof Core Sample Inspection  57. Roof Core Sample Inspection 

58.  Roof View  59.  Roof HVAC Hood 
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ROOF 

 

            
 
 
         

 
 
 
 
 
 
 
 
 
 
 
 

60.  Roof View  61.  Roof Drain, Displaced Ballast 
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STAIRS  
 

            
 
 
 

             
 
 
 

62. Non Code Compliant Riser, Hand Rail,  
       Guardrail, etc.   63. Non Code Compliant Riser, Hand Rail,  

      Guardrail, etc.

64. Non Code Compliant Riser, Hand Rail,  
       Guardrail, etc. 

65.  Top of Monumental Stair 



                    WEST LAFAYETTE CITY 
                 HALL INSPECTION REPORT  
 

50 
\\filesrv08\mayor\MUSERS\BCOCHRAN\CITY HALL REPORT 11-2014\23 Pictures.doc 

2014 

STAIRS 

 

            
 
 

          
 
 
 
 
 
 
 
 
 
 
 
 
 

66. Non Code Compliant Riser, Hand Rail,  
       Guardrail, etc. 

67. Non Code Compliant Riser, Hand Rail,  
      Guardrail, etc.
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INSULATION 
 

            
 
 

               
 
 
 
 

68. Missing Insulation on Outside Wall 69. Pipe and Wall Insulation Missing 

70. Water Line on Outside Wall Partially  
       Un‐insulated 

71.  Insulation Stops Above Ceiling 
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INSULATION 

 

            
 
 
     

           
 
 
 

72. Typical Exterior Wall With No Insulation   
       Above Ceiling 

73. Typical Wall with No Insulation Above  
      Ceiling

74. Structural Beam on Exterior Wall  
       Un‐insulated 
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MECHANICAL/ELECTRICAL/PLUMBING 

 

            
 
 

             
 
 

75. Old Electrical Panel  76. Electrical Updated Panel 

77. Air Flow Blocked Above ceiling  
(Typical Condition) 

78.  Typical Bathroom 



                    WEST LAFAYETTE CITY 
                 HALL INSPECTION REPORT  
 

54 
\\filesrv08\mayor\MUSERS\BCOCHRAN\CITY HALL REPORT 11-2014\23 Pictures.doc 

2014 

 

MECHANICAL/ELECTRICAL/PLUMBING 

 

            
 
 

            
 

79. Sink Drain Typical  80. Drain Not Working

81. Common Wire Congestion  82.  Common Wire Congestion Not to Current  
        Code 
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MECHANICAL/ELECTRICAL/PLUMBING 
 

            
 
 

            
 
 

83. Poor Ductwork Insulation  84. Poor Ductwork Installation 

85. Poor Ductwork Patches  86.  HVAC Control Box Loose Above Ceiling 
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MECHANICAL/ELECTRICAL/PLUMBING 

 

            
 
 
   

            
 
 
 

87.  2nd Floor Air Handler  88. 1st Floor Air Handler 

90. Boiler 89. Domestic Water Heater 
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MECHANICAL/ELECTRICAL/PLUMBING 

 

            
 
 
   

            
 
 
 

91.  Chiller  92. Chiller Piping 

94. Main Electric Distribution Panel 93. Boiler Piping 
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MECHANICAL/ELECTRICAL/PLUMBING 

 

                    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

95. Water Service 
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MOLD/MOISTURE 
 

            
 
 

              
 
 

96. Water Leaks  97. Water Leaks

98. Drywall Cut from Above Ceiling in   
       Basement (Which is Above Outside Grade) 

99.  Mold Along Top Strip of Paper Backing 
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MOLD/MOISTURE 
 

            
 
 
   

            
 
 

100. Typical Water Damage Below Windows  101. Heavy Mold Below Window 

102. Mold Behind Drywall Corner Bead At 
Window 

103. Water in Interior Sill After Rain Event 
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MOLD/MOISTURE 
 

            
 
 
   

            
 
 

104. Chronic Water Problem as Noted by Rust  
       on Metal Stud 

105. Chronic Water Problem 
      

106. Water and Mold Problems 
 

107. Chronic Water Problem as Noted by Rust  
      on Metal Stud
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MOLD/MOISTURE 

 

            
 
 
   

            

108. Wet Concrete Wall  109. Chronic Water Problems 

110. Typical Chronic Water at Windows 
 

111. Chronic Water Problem (Rust/Mold) 
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MOLD/MOISTURE 

 

            
 
 
   

            
 
 

112. Mold on Back Side and Behind VWC 113. Hidden Mold on Back Side of Drywall with  
      VWC

114. Mold Behind Vinyl Base 
 

115. Mold Behind Vinyl Base 
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MOLD/MOISTURE 

 

            
 
 
   

              
 
 

116. Original Layer of Drywall with VWC 
Behind Second Layer of Drywall 

117. Mold Hidden Behind Original Layer of Drywall  
         *Moisture trapped by VWC 

118. Mold Present in Multiple Layers of Wall  
       System 

119. Moisture present to touch on concrete  
         wall
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MOLD/MOISTURE 

 

            
 
 
   

              
 
 

120. Typical Room with No Obvious 
Evidence of Mold Until You Cut Into Wall

121. Mold/Moisture Discovered on Multiple  
      Layers of Wall System 

122. No Evidence of Problem Before      
       Inspection 

123. Mold Behind Each Layer of Wall System 
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GENERAL PICTURES 

 

            
 
 
   

                  
 
 

124. Typical Dated Stairwell  125. Typical Main Lobby Ceiling Condition

127. Many Missing Exit Signs and Code  
      Compliant Fixtures

126. Typical Multi Person Office 
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GENERAL PICTURES 

 

            
 
 
   

            
 

128. Damaged and Failing Hardware 129. Not Code Compliant Hardware 

131. Weather Stripping Missing 130. Hardware Not ADA Code Complaint 
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GENERAL PICTURES 

 

            
 
 
   

            
 
 

132. Interior Second Floor  133. Interior Second Floor 

135. Typical Storage Problem 134. Typical Interior Office Finishing 
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GENERAL PICTURES 

 

            
 
 
   

            
 
 

136. Failed Floor Tile  137. Interior Mechanical Leak 

139. Rust Under Side of Stairs #2 138. Rust at Under Side of Stairs #1 
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GENERAL PICTURES 

 

            
 
 
   

            
 
 

140. Chronic Water Problem  141. Slop Sink 
      

143. Water/Mold Problem 1st Floor Window 142. Loose Asbestos Tile and Water Problem 
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GENERAL PICTURES 

 

            
 
 
   

              
 
 

144. Remodeled Wall Blocking HVAC  
         Diffuser 

145. Bathroom Picture

147. Window Condition 146. Typical Window Condition 
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GENERAL PICTURES 

 

            
 
 
   

             
 

 

148.  Main Entry Interior  149. Main Entry Exterior 

150. Rear Exit 


